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CALIFORNIA REGIONAL WATER QUALITY CONTROL BOARD
SAN FRANCISCO BAY REGION

ORDER NO. 87-23

ORDER SETTING ADMINISTRATIVE CIVIL LIABILITY

EAST BAY MUNICIPAL UTILITY DISTRICT
SPECIAL DISTRICT NO. 1
OAKLAND, ALAMEDA COUNTY

The California Regional Water Quality Control Board, San
Francisco Bay Region (hereinafter the Board), finds, pursuant to
California Water Code Section 13323, that:

1. East Bay Municipal Utility District, Special District No. 1
(hereinafter the discharger) operates a wastewater intercep
tor and treatment plant serving seven East Bay communities.

2. As a resul t of a pump station failure and alarm system
failure, the discharger discharged 8 million gallons of
untreated sewage from its interceptor to Elmhurst Creek and
thence to San Leandro Bay, both waters of the State and of
the united States. The discharge lasted for about 14 hours,
ending at about 6:30 am on December 18, 1986.

3. The discharge violated prohibition A.l in Board Order No.
84-54 (NPDES Permit No. CA0037702, treatment plant
discharge) and prohibition A.l in Board Order No. 84-61
(NPDES Permit No. CA0038440, wet-weather discharges from
overflow structures), both issued to the discharger. Both
orders prohibit untreated sewage discharges from the dis
charger's interceptor, except for wet-weather discharges
caused by excessive infiltration/inflow in the collection
systems served by the discharger. The December 17-18 dis
charge was not the result of wet weather.

4. The failure at Pump station H was caused by failure of
instrumentation that both controls pump operation and warns
of abnormally high water levels at the pump station. The
discharger should have anticipated the possible consequences
of this type of fail ure and had a back-up dev ice to warn of
a high-water condition. This type of reliability feature is
dictated by principles of design reliability, and is common
at other collection system pump stations under the Board's
jurisdiction, including other pump stations run by the
discharger. consequently, the discharger negligently
discharged or caused or permitted waste to be deposited
where it was discharged to waters of the State.

5. The discharge had both observed and unquantifiable effects
on water quality. It contributed to high bacteria counts in
Elmhurst Creek and San Leandro Bay for several days after
the discharge, in excess of water quality objectives for
water-contact recreation and other beneficial uses






